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PROJECT INFORMATION

1.  THIS SYSTEM SHALL BE INSTALLED IN ACCORDANCE WITH THE

SPECIFICATIONS AND STANDARDS APPROVED BY THE AUTHORITY HAVING

JURISDICTION.

2.  ALL DEVICES AND APPLIANCES SHALL BE LOCATED AND MOUNTED SO

THAT ACCIDENTAL OPERATION OR FAILURE IS NOT CAUSED BY VIBRATION

OR JARRING.

3.  EQUIPMENT SHALL BE INSTALLED IN LOCATIONS WHERE CONDITIONS

DO NOT EXCEED THE VOLTAGE, TEMPERATURE, AND HUMIDITY LIMITS

SPECIFIED IN THE MANUFACTURER'S PUBLISHED INSTRUCTIONS.

4.  THE SECONDARY POWER SUPPLY SHALL AUTOMATICALLY PROVIDE

POWER TO THE PROTECTED PREMISES SYSTEM WITHIN 10 SECONDS

WHENEVER THE PRIMARY POWER SUPPLY FAILS TO PROVIDE THE

MINIMUM VOLTAGE REQUIRED FOR PROPER OPERATION.

5.  INITIATING DEVICES OF THE MANUAL OR AUTOMATIC TYPE SHALL BE

SELECTED AND INSTALLED SO AS TO MINIMIZE NUISANCE AND

UNINTENTIONAL ALARMS.

6.  ALL FIRE ALARM DEVICES SHALL COMPLY FULLY WITH ALL A.D.A.

REQUIREMENTS.

7.  REQUIRED SIGNALS SHALL NOT BE LOST, INTERRUPTED, OR DELAYED

BY MORE THAN 10 SECONDS AS A RESULT OF THE PRIMARY POWER

FAILURE.
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TROUBLE

BATTERY FAULT

GROUND FAULT

OPEN CIRCUIT

LOSS OF PRIMARY POWER
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DEVICE MOUNTING HEIGHT

CEILING

WALL

80" A.F.F. TO BOTTOM OF DEVICE

48" A.F.F. TO TOP OF DEVICE

FLOOR

FIRE ALARM PULL STATIONS SHALL BE MOUNTED AT +48" ABOVE FINISHED

FLOOR TO TOP OF DEVICE.

FIRE ALARM INDICATING APPLIANCES SHALL BE PLACED 80" ABOVE THE

HIGHEST FLOOR LEVEL WITHIN THE SPACE OR 6" BELOW THE CEILING,

WHICHEVER IS LOWER (REFER TO A.D.A. GUIDELINES).

FACP &

NACP

72" A.F.F. TO TOP OF DEVICE
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SCALE:

REFERENCE ONLY SITE PLAN

1" = 30' - 0"
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SCALE:

FIRE SPRINKLER PIPING PLAN

1/8" = 1' - 0"
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SCALE:

FIRE SPRINKLER REFLECTED CEILING PLAN

1/8" = 1' - 0"
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(1) 3/8"x1½" BOLT w/ NUT & WASHER

STEEL CONSTRUCTION

ALL THREAD ROD

SWIVEL RING

TOLCO FIG. 58

SIDE BEAM BRACKET

3/8" - 1" TO 4" PIPE SIZE

PIPE TO BE BRACED

( FOR ALL PIPE SIZES UP TO 4" )

HANGER - STEEL FRAMING

HANGER - WOOD ATTACHMENTS

(FOR 4" PIPE AND SMALLER)

Wood SammyScrew

(Vertical)

Pipe

Wood Joist

Swivel Ring

All Thread

Rod

Wood SammyScrew

(Horizontal)

Pipe

Wood Joist

Swivel Ring

All Thread

Rod

Wood Anchor Attachments to be drilled

into Top Chord of Wood Joist (if applicable)

NOTE:  

HANGER - WOOD ATTACHMENTS

(FOR 4" PIPE AND SMALLER)

Wood Anchor Attachments to be drilled

into Top Chord of Wood Joist (if applicable)

NOTE:  

SCALE: 1'-0"=

ASECTION

1/8"

CROSS

FIRE RISER DETAIL

Perlman

Self Tapping Screws

Steel Decking

Pipe Strap

Sprinkler Pipe

HANGER - APPARATUS BAY 

(FOR 2" PIPE AND SMALLER)
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